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Superseded 7/1/2016
15A-5-207 Amendments and additions to IFC related to existing buildings and referenced
standards.

          IFC, Chapter 80, Referenced Standards, is amended as follows:
(1) Under the heading NFPA - National Fire Protection Association, delete the existing "Standard

reference number" with regard to the edition and replace it with the following:
(a) "NFPA, Standard 10, Portable Fire Extinguishers, 2010 edition";
(b) "NFPA, Standard 11, Low-, Medium- and High-expansion Foam, 2010 edition";
(c) "NFPA, Standard 12, Carbon Dioxide Extinguishing Systems, 2008 edition";
(d) "NFPA, Standard 12A, Halon 1301 Fire Extinguishing System, 2009 edition";
(e) "NFPA, Standard 13, Installation of Sprinkler Systems, 2010 edition";
(f) "NFPA, Standard 13D, Installation of Sprinkler Systems in One- and Two-family Dwellings and

Manufactured Homes, 2010 edition";
(g) "NFPA, Standard 13R, Installation of Sprinkler Systems in Residential Occupancies up to and

Including Four Stories in Height, 2010 edition";
(h) "NFPA, Standard 14, Installation of Standpipe and Hose Systems, 2010 edition";
(i) "NFPA, Standard 17, Dry Chemical Extinguishing Systems, 2009 edition";
(j) "NFPA, Standard 17A, Wet Chemical Extinguishing Systems, 2009 edition";
(k) "NFPA, Standard 20, Installation of Stationary Pumps for Fire Protection, 2010 edition";
(l) "NFPA, Standard 22, Water Tanks for Private Fire Protection, 2008 edition";
(m) "NFPA, Standard 24, Installation of Private Fire Service Mains and Their Appurtenances,

2010 edition";
(n) "NFPA, Standard 72, National Fire Alarm Code, 2010 edition," all "Referenced in code section

numbers" remain the same, except the exclusion of Table 508.1.5;
(o) "NFPA, Standard 92B, Smoke Management Systems in Malls, Atria and Large Spaces, 2009

edition";
(p) "NFPA, Standard 101, Life Safety Code, 2009 edition";
(q) "NFPA, Standard 110, Emergency and Standby Power Systems, 2010 edition";
(r) "NFPA 720, Installation of Carbon Monoxide (CO) Detection and Warning Equipment, 2009

edition";
(s) "NFPA, Standard 750, Water Mist Fire Protection Systems, 2010 edition"; and
(t) "NFPA, Standard 1123, Fireworks Display, 2010 edition."

(2) Under the heading UL -- Underwriters Laboratories, Inc., add the following: "UL2034, Standard
for Single and Multiple Station Carbon Monoxide Alarms, 1998."


